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Massacr[ )etts Department of Environment, ... ."rotection 
Bureau of Waste Prevention -Western Regional' Office 

Compliance Evaluation Cover Sheet I ......... , .. , ., ....... """" I 
A. Evaluated Facility Information 
Name: Berkshire Power LLC FMF Facility 1D #: 274425 

Address: 36 Moylan Lane City I State: Agawam Zip: 01001 

Contact Person: Frank Basile Phone#: 413-789-0075 SIC/NAICS: 4911 

B. MassDEP Information 
FMF Tag Type I: FMF Tag Type 2: FMF Tag Type 3: 

Inspection Type: INSPEC: Unannounced Multimedia Inspector: --Drop Down--

PROGRAM AREAS EVALUATED DURING 
PROGRAM ID #'S NON- CLASSIFICATION 

INSPECTION NOTIFIER? UPDATE/CORRECTION* 
Air Quality Source (PLANT): [gJ ID#: 0420067 D 

Fuel Dispenser (FULDSP): D ID#: D 
Handler (HAZARDOUS WASTE): [gJ ID#: MAR000503490 D . 

Handfer(WASTE OIL): [gJ ID#: MAR000503490 D 
Recycler (RECYCH): D ID#: D 

Transporter (TRANSP): D ID#: D 
TSDF (TSDF): D ID#: D 

Land Disposal Facility (LOF): D ID#: D 
Groundwater Discharge (GW/WW): [gJ ID#: . D 

Holding Tank(s)(HLDTNK): D ID#: D 
Sewer Connection (SC/WW): [gJ ID#: D 

Surface Water Discharge (SUR/WW): [gJ ID#: D 
TUR Form Reporter (TURRPT): [gJ ID#: 01001 BRKSH36M D 

Environmental Results Program (ERP): D ID#: D 
•PLEASE PROVIDE DETAILED EXPLANATION IN THE E. ADDITIONAL COMMENTS SECTION FOR ANY CLASSIFICATION 
UPDATE/CORRECTION INDICATED. 

C. Evaluation Activities 

FMF Pre-Inspection Report Review 

Compliance Report Review 

Site Inspection 

Post Enforcement Site Inspection (Follow
up) 

Data Entry to Electronic Systems 

FMF Pre-inspection Report 

Site Inspection Report 

Compliance Evaluation Cover Sheet, Ver 10.19.2007 

0 Not Applicable 8/28/2007 

* 

0 Not Applicable 8/30/2007 

0 Not Applicable 

0 Not Applicable 

0 Not Applicable 8/28/2007 

0 Not Applicable 10/4/2007 
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FIRST Compliance Evaluation Inspection Report 

Facility Name: 
FMF#: 
Inspection Type: 
Inspection Date: 
Report Date: 
Inspector: 

Berkshire Power LLC 
274425 
Multimedia/Protocol B 
8/30/2007 
10/4/2007 
Daniel Balboni, BWP/CE 

OBJECTIVE OF INSPECTION: (Inspection to determine compliance with the following BWP Programs) 

r:2J AQ r:2J HWIWO r:gj IWW r:gj TURA 

FACILITY INFORMATION: 

Facility Address: 
Facility Contact: 
Facility Representatives: 
# Employees: 

36 Moylan Lane, Agawam 
Frank Basile, General Manager 
Frank Basile, Brian Sharkey 

Hours of Operation: 
. NAICS/SIC Code(s) 

6 
24 hours/day, 7 days/week 

RELEVANT APPROVAL/PERMIT IITSTORY 

Approval/Permit: 1-0-00-036 

Berkshire Power was issued an operating permit (OP) # 1-0-00-036 on June 26, 2002. The permit expired 
on June 27, 2007. Most recently, a minor modification of the operating permit was issued on September 
12, 2003. The modification was concerned with annual emission testing requirements. 

ENFORCEMENT IITSTORY 

Enforcement: ACOP-WE-06-7004-SEP 

Berkshire Power was issued an Administrative Consent Order on 3/30/2006 for excess CO emissions. A 
RTC was issued on 5/1/2006. 

Enforcement: NON-WE-03-7004 

Berkshire Power was issued a Notice ofNoncompliance on I 0/8/2003 for excess NOx emissions. The 
enforcement action is closed. 

COMPLIANCE ASSESSMENT 

According to guidance protocol was any non-compliance found in: 

Air Quality 
Hazardous Waste 

. Industrial Wastewater 
TURA 

D Referral: 

VIOLATION SUMMARY: 

r:2J YES 
r:gj YES 
r:gj YES 
DYES 

DNO 
DNO 
DNO 
r:gj NO 
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A. FACILITY OVERVIEW 

Berkshire Power LLC is a power generation facility located at 36 Moylan Lane in Agawam. Berkshire 
Power offers dispatchable power through ISO-New England. Berkshire Power operates a 272 MW 
combustion turbine and combined cycle system. 

On August 30, 2007, an unannounced multimedia inspection was conducted at this site. Frank Basile 
and Brian Sharkey represented Berkshire Power during the inspection. The inspection included all 
major emission units, waste oil accumulation area, and pretreatment system. 

B. PROCESS/WASTE MANAGEMENT/RECORD KEEPING SUMMARY 

UO #1 -Ammonia Storage Tank 

CU #1- ABB GT24 Combustion Turbine & Combined Cycle Unit 
· CU #2 -Internal Combustion Chiller Engines (2) 

WMO #1-Waste Oil Accumulation Area 
WMO #2- Industrial Wastewater Pretreatment Plant (IWTP) 
WMO #3- CEMS/COMS 
WMO #4- Fuel Oil Use Records 
WMO #5- Sulfur Content Records 
WMO #6- Annual Emission Test Records/Reports 
WMO #7- Annual Combustion Efficiency Test 
WMO #8- SCR & Ammonia Handling System Training Records 
WMO #9- Standard Operating and Maintenance Procedures (Ammonia Handling System) 
·wMO #10- CEMS Calibration Records 
WMO #11 -Calibration Gas Certificates 
WMO #12 -Operation Records 
WMO #13 - Source Registration 
WMO #14 -Excess Emission Report 
WMO #15 - Semi Annual OP Emission Summary 
WMO #16- Annual OP Certification 
WMO #17- Hazardous Waste Shipping Manifests 
WMO #18- Operations and Maintenance Manual (IWPS) 
WMO #19- Sampling/Monitoring Records (IWW) 
WMO #20- Calibration Records (IWW) 
WMO #21- TUR Report (Form S) 

FMP #1 -Emergency Preparedness 
FMP #2 - Stormwater 

C. PROCESS/EQUIPMENT DESCRIPTION 

UO #1: Ammonia Storage Tank 

Berkshire Power maintains a I 0,000-gallon ammonia hydroxide storage tank. The ammonia hydroxide 
is used in an ammonia injection grid contained in the combustion turbine and combined cycle unit (CU 
#!). Operating permit# 1-0-00-036 requires that plastic baffle balls be maintained in the ammonia 
hydroxide storage tank containment area to provide adequate surface coverage in the event of a spill. 
At the time of the inspection, there were no plastic baffle balls in the containment area. Berkshire 
Power had indicated that the balls had been removed approximately eight months ago and would be 
replaced within 90-days. No spilled ammonia hydroxide was observed in the containment area. 

D. COMBUSTION UNITS 
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manufacturers' recommendations. The Inventory is maintained and tracked using a computerized 
system. 

WMO #4: Fuel Oil Use Records 

Berkshire Power has not yet used any distillate fuel oil. No issues were noted. 

Permit/Regulation: 1-0-00-036 

WMO #5: Fuel Sulfur Content Records 

Sulfur content records for natural gas were available for review. The sulfur content is determined by 
using method ASTM D-5504-98. Berkshire Power samples its natural gas as well as using sulfur 
content data from the supplier. No issues were noted. 

Permit/Regulation: 1-0-00-036 

WMO #6: Emission Test Records/Reports 

Berkshire Power is required to conduct annual emission testing for formaldehyde and annual 
stratification testing for NOx and 0 2• 

The formaldehyde emission testing was conducted from 7/25/2007 to 7/27/2007. Berkshire Power 
submitted the results on I 0/1112007. 
' 
Permit/Regulation: 1-0-00-036 

WMO #7: Annual Combustion Efficiency Test Results 

Berkshire Power had the results of its annual combustion efficiency test available for review. No 
issues were noted. 

Permit/Regulation: 1-0-00-036 

WMO #8: SCR & Ammonia Handling System Training Records 

Berkshire Power is required to conduct initial and annual training for all persons responsible for 
operating the SCR and anunonia handling systems. Berkshire Power conducts initial training for all 
new hires, but does not formally update the training annually. 

Permit/Regulation: 1-0-00-036 

WMO #9: Standard Operating and Maintenance Procedures (Ammonia Handling System) 

Berkshire Power had their standard operation and maintenance procedures for the ammonia handling 
system available for review. No issues noted. 

Permit/Regulation: 1-0-00-036 

WMO #10: CEMS Calibration Records 

Berkshire Power made hard copies of CEMS calibration records available for review. No issues were 
noted. 

Permit/Regulation: 1-0-00-036 

WMO #11: Calibration Gas Certificates 

Berkshire Power had the calibration gas certificates available for review. No issues were noted. 
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WMO #20: Calibration Records (IWW) 

\ 
I 

Berkshire Power calibrates its pH meter approximately once a week. Calibration records were not 
available for review. The approved method for continuous pH monitoring (EPA 150.2) requires the 
meter to be calibrated on a daily basis. 

Permit/Regulation: 314 CMR 12.07(6)/314 CMR 12.06(2) 

WMO #21: TUR Report (Form S) 

Berkshire Power submitted its TUR reports for calendar year 2006 chemical usage on 6/21/2007. 
Berkshire Power reported ammonia, sodium hydroxide, sodium hypochlorite, and sulfuric acid. No 
issues were noted. 

Permit/Regulation: 310 CMR 50.30 

F. FACILITY MANAGEMENT PROGRAMS 

FMP #1: Emergency Preparedness 

During the visual inspection of the facility, evacuation routes were posted and emergency response 
equipment were observed throughout the facility. No issues were noted. 

Permit/Regulation: 310 CMR30.351(9) 

FMP #2: Stormwater 

Berkshire Power has a stormwater permit (MAR05C154). The stormwater pollution prevention plan was 
not reviewed during this inspection .. 


